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REGULATORY REQUIREMENTS
- GENERAL
RELATED DOCUMENTS AND PROVISIONS:
All Contract Documents should be reviewed for applicable provisions related to the provisions in this document, including without limitation:
General Conditions, including, without limitation, Obtaining of Permits, Licenses and Registrations and Work to Comply with All Applicable Laws and Regulations;
Special Conditions; and
Quality Control.
DESCRIPTION:
This section covers the general requirements for regulatory requirements pertaining to the Work and is supplementary to all other regulatory requirements mentioned or referenced elsewhere in the Contract Documents.
REQUIREMENTS OF REGULATORY AGENCIES:
All statutes, ordinances, laws, rules, codes, regulations, standards, and the lawful orders of all public authorities having jurisdiction over the Work, are hereby incorporated into these Contract Documents as if repeated in full herein and are intended to be included in any reference to Code or Building Code, unless otherwise specified, including, without limitation, the references in the list below.  Contractor shall make available at the Site copies of all the listed documents applicable to the Work as the District and/or Architect may request, including, without limitation, applicable portions of the California Code of Regulations ("CCR"). 
California Building Standards Administrative Code, Part 1, Title 24, CCR.
California Building Code (CBC), Part 2, Title 24, CCR; (International Building Code volumes 1-2 and California Amendments).
California Electrical Code (CEC), Part 3, Title 24, CCR; (National Electrical Code and California Amendments).
California Mechanical Code (CMC), Part 4, Title 24, CCR; (Uniform Mechanical Code and California Amendments).
California Plumbing Code (CPC), Part 5, Title 24, CCR; (Uniform Plumbing Code and California Amendments).
California Fire Code (CFC), Part 9, Title 24, CCR; (International Fire Code and California Amendments).
California Green Building Standards Code (CALGreen), Part 11, Title 24, CCR. 
California Referenced Standards Code, Part 12, Title 24, CCR.
State Fire Marshal Regulations, Public Safety, Title 19, CCR.
Partial List of Applicable National Fire Protection Association (NFPA) Standards:
NFPA 13 - Automatic Sprinkler System.
NFPA 14 - Standpipes Systems.
NFPA 17A - Wet Chemical System
NFPA 24 - Private Fire Mains.
(California Amended) NFPA 72 - National Fire Alarm Codes.
NFPA 253 - Critical Radiant Flux of Floor Covering System.
NFPA 2001 - Clean Agent Fire Extinguishing Systems.
California Division of the State Architect interpretation of Regulations (“DSA IR”), including, without limitation:
DSA IR A-6 — Construction Change Document Submittal and Approval Processes.
DSA IR A-7 — Project Inspector Certification and Approval.
DSA IR A-8 — Project Inspector and Assistant Inspector Duties and Performance.
DSA IR A-12 — Assistant Inspector Approval.
DSA Procedures (“DSA PR”)
DSA PR 13-01 – Construction Oversight Process
DSA PR 13-02 – Project Certification Process
This Project shall be governed by applicable regulations, including, without limitation, the State of California’s Administrative Regulations for the Division of the State Architect-Structural Safety (DSA/SS), Chapter 4, Part 1, Title 24, CCR, and the most current version on the date the bids are opened and as it pertains to school construction including, without limitation:
Test and testing laboratory per Section 4-335.  District shall pay for the testing laboratory.
Special inspections per Section 4-333(c).
Deferred Approvals per section 4-317(g).
Verified reports per Sections 4-336 & 4-343(c).
Duties of the Architect & Engineers shall be per Sections 4-333(a) and 4-341.
Duties of the Contractor shall be per Section 4-343.
Duties of Project Inspector shall be per Section 4-334.
Addenda and Construction Change Documents per Section 4-338.
Contractor shall keep and make available all applicable parts of the most current version of Title 24 referred to in the plans and specifications at the Site during construction.
Items of deferred approval shall be clearly marked on the first sheet of the Architect’s and/or Engineer's approved Drawings.  All items later submitted for approval shall be per Title 24 requirements to the DSA.
Contractor shall submit the following to Architect for review and endorsement:
Product information on proposed material/system supplier.
Drawings, specifications, and calculations prepared, signed, and stamped by an architect or engineer licensed in the State of California for that portion of the Work.
All other requirements as may be required by DSA.
Cost of preparing and submitting documentation per DSA Deferred Approval requirements including required modifications to Drawings and Specifications, whether or not indicated in the Contract Documents, shall be borne by Contractor.
Contractor shall not begin fabrication and installation of deferred approval items without first obtaining DSA approval of Drawings and Specifications.
Schedule of Work Subject to DSA Deferred Approval: Window wall systems exceeding 10 feet in span.
– PRODUCTS Not Used.
– EXECUTION Not Used.
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